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This dissertation focuses on the Ultracapacitor (UCAP) character analysis and its 
application in Unified Power Quality Conditioner (UPQC) as an Energy Storage System 
(ESS) for improved UPQC performance. It includes three parts as described below. 
The first part is Paper I. The UCAP is a popular choice for the ESS because of its 
distinct characters. In the application UCAP’s transient behavior need to be studied for 
design purpose. Usually these transient characters are not shown in the product data sheet. 
In this paper UCAP frequency analysis is performed, and based on the test data the 
equivalent model of the UCAP is built. The fitting result shows that using multi-level 
ladder circuit can perfectly fit the UCAP transient characters.  
The second part is Paper II. A UPQC is to compensate both source voltage sag 
and load current imperfections in power distribution system. With the UCAP based 
Energy Storage System, the UPQC has an optimized power flow between UPQC and 
system during the transit state, also the UPQC’s serial and shunt part has an improved 
performance with UCAP. The impact of UCAP model on its control and simulation is 
analyzed. From the analysis, UCAP based Energy Storage System can well fulfill the 
requirement of UPQC to provide high active power during transit time and improve the 
UPQC overall performance. 
The third part is Paper III. Conventionally the PI control method is applied in 
UPQC, including DVR and APF part. With ESS the H∞ control method is applied in 
UPQC. This paper shows that the two methods have their own advantages and 
disadvantages. In the practical application the control method can be chosen by 
considering the different transit states. 
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Power quality is a very important issue in the presence of sensitive loads such as 
digital electronics, communication systems, and manufacturing processes. The Unified 
Power Quality Conditioner (UPQC) is a distribution-level controller which is to 
compensate both source voltage sag and load current imperfections in power distribution 
system. Recently the Energy Storage System (ESS) is widely applied in power 
electronics devices. Despite the variety of the energy storage devices, the Ultracapacitor 
(UCAP) or so-called electrochemical capacitor is one of the most popular choices for the 
energy storage system because of its distinct characters. This dissertation focuses on the 
UCAP character analysis and its application in UPQC as an ESS for improved UPQC 
performance. It is organized in three parts as described below. 
The first part is Paper I. It deals with the UCAP characters analysis. UCAP is a 
relatively new device in the energy storage area which offers high power density and 
extremely high cycling capability. Recent developments in basic technology have made 
UCAP an interesting option for short-term energy storage in power electronic system. 
Using a UCAP based energy storage system can increase the power electronics system 
design flexibility, leading to a system with better performance, lower costs, and 
physically smaller in size and weight. The UCAP or called electrochemical capacitors are 
of two types: one is double-layer capacitor which has high specific area carbon materials 
interracially, and the other is pseudo capacitor, which associated with electrosoption and 
surface redox processes.  
In order to optimize the UCAP application and realize its advantages, detailed 
performance information is needed for the UCAP. This information is usually unavailable 
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from product data sheets. They usually include major important parameters like capacity 
and series resistance with several constant-current discharge curves, but little or no 
transient response information in the data sheets. UCAP model is critically important for 
design purposes, because different models of UCAP can lead to varying degrees of 
accuracy in simulation and control development. Hardware experiments using frequency 
analysis is applied for the UCAP module, and UCAP transient behavior data were got 
from the test. Based on the test data, the different order levels equivalent Ladder Circuit 
models for the UCAP are built up using Least Square Fitting method. Results show that 
with higher order, the Ladder Circuit fitting method becomes more accurate. With this 
equivalent model, the UCAP can be easily combined with various application 
environments so that to find analytical or numerical solutions.  
The second part is Paper II. It shows the UPQC performance improvement with 
UCAP based ESS. With the increase of the complexion in the power distribution system, 
it is very possible that several kinds of power quality disturbances are happened in a 
power distribution system simultaneously. Loads such as diode converters produce large 
harmonics interferences. Voltage disturbance is also a big problem for sensitive 
consumers. In order to improve the reliability and efficiency of power distribution system, 
it is important to introduce UPQC as a distribution-level controller for Power Quality. 
UPQC is usually installed at the point of common coupling of industry loads. The UPQC 
consists of two voltage source inverters (VSI) connected back to back sharing a common 
DC-link.  One inverter acts as a serial dynamic voltage regulator (DVR) whereas the 
other acts as a shunt active power filter (APF). The purpose of the serial DVR is to 
insulate the load against any sags or swells from the source. The purpose of the shunt 
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APF is to filter the harmonic content of the load to keep the source side current clean. 
Conventionally the DC-link voltage is maintained by the shunt APF exchanging active 
power with the system.  Recently the ESS such as UCAP is applied into the UPQC DC-
link, which can provide high pulse power during transit states.  
UCAP are electrical energy storage devices which offer high power density and 
high cycling capability. It can be used as a rapid discharge energy storage for power 
applications. UCAP has been used extensively in pulsed power applications for high-
energy physics and weapons applications. Ideal power system applications for UCAP are 
short duration storage applications such as power stabilization, power quality ride-
through applications, and voltage flicker mitigation among other applications that require 
high power density and rapid recharge. The major difference between an UCAP 
compared to a conventional capacitor is that the liquid electrolyte structure and porous 
electrodes give the UCAP a high effective area that minimizes the distance between the 
two plates. Additionally, UCAP has cells that can be connected in serial and parallel to 
obtain the desired voltage level and capacitance. By utilizing a bidirectional DC/DC 
converter, the UCAP is an attractive solution for UPQC to provide large amounts of short 
term active power. The DC/DC converter operates to alternate between boost, buck, and 
idle modes. By this way the bidirectional power flow is realized between UCAP and 
UPQC to fulfill the UPQC active power requirement. 
With UCAP the UPQC has an optimized power flow between UPQC and system 
during the transit state. Also the UPQC's DVR and APF part has an improved 
performance with UCAP. Furthermore, the UCAP character is experimentally analyzed 
and its equivalent circuit model is built. The impact of UCAP model on its control and 
 4
simulation is analyzed. From the analysis, UCAP based Energy Storage System can well 
fulfill the requirement of UPQC to provide high active power during transit time, and 
improve the UPQC overall performance. 
The third part is Paper III. It shows the new H∞ control method applied into 
UPQC with ESS and its comparison with conventional PI control method. Multiple 
power quality regulation functions are implemented in UPQC simultaneously with a high 
performance ratio. Conventionally the PI control method is applied in UPQC control 
scheme, including DVR and APF part. Recently the H∞ control method is widely applied 
in Power Quality area. This paper shows the control schemes of PI and H∞ method in 
UPQC, and their performance is compared under different conditions. The simulation 
results show that the two methods have their own advantages and disadvantages. If the 
regular load is changed frequently, H∞ method has better performance. If harmonic load 
is changed frequently, PI method is better. In the practical application the control method 
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Ultracapacitor Frequency Analysis and its Equivalent Circuit Modeling 
 
Xiaomeng Li, Mariesa L. Crow 
Electrical and Computer Engineering 
Missouri University of Science and Technology 
Rolla, MO 65409 
 
ABSTRACT 
Energy storage system is becoming more and more important in power electronics 
device. The Ultracapacitor or so-called electrochemical capacitor is one of the most 
popular choices for the energy storage system because of its distinct characters. In the 
application UCAP’s transient behavior need to be studied for design purpose. Usually 
these transient characters are not shown in the product data sheet. In this paper UCAP 
frequency analysis is performed, and based on the test data the equivalent model of the 
UCAP is built. The fitting result shows that using multi-level ladder circuit can perfectly 
fit the UCAP transient characters. 
Keywords 





The newly available technology of ultracapacitor (UCAP) is making it easier for 
engineers to balance their use of both energy and power. UCAP is a relatively new device 
in the energy storage area which offers high power density and extremely high cycling 
capability [1]-[3]. Recent developments in basic technology have made UCAP an 
interesting option for short-term energy storage in power electronic system. Using a 
UCAP based energy storage system can increase the power electronics system design 
flexibility, leading to a system with better performance, lower costs, and physically 
smaller in size and weight. The UCAP or called electrochemical capacitors are of two 
types [4]: one is double-layer capacitor which has high specific area carbon materials 
interracially, and the other is pseudo capacitor, which associated with electrosoption and 
surface redox processes.  
In order to optimize the UCAP application and realize its advantages, detailed 
performance information is needed for the UCAP. This information is usually unavailable 
from product data sheets. They usually include major important parameters like capacity 
and series resistance with several constant-current discharge curves [5]-[7], but little or 
no transient response information in the data sheets. Transient behavior is critically 
important for design purposes, because many applications are used where UCAP has 
power variations from the average state. With the test data got from frequency analysis, 
equivalent circuit model of UCAP is built up to follow its transient behavior. The fitting 
result shows that using multi-level ladder circuit can perfectly fit the UCAP transient 
behavior. 
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II. BASIC CHARACTERS OF UCAP 
 
Normally capacitors store electric energy by accumulating positive and negative 
charges (often on parallel plates) separated by an insulating dielectric [8]. The 
capacitance, C, represents the relationship between the stored charge, q, and the voltage 
between the plates, V, as shown in (1). The capacitance depends on the permittivity of the 
dielectric,   the area of the plates, A, and the distance between the plates, d, as shown 
in (2). Equation (3) shows that the energy stored on the capacitor depends on the 
capacitance and on the square of the voltage. 





=                                                                                                                           (2) 
21
2
E CV=                                                                                                                     (3) 
The amount of energy a capacitor is capable of storing can be increased by either 
increasing the capacitance or the voltage stored on the capacitor. The stored voltage is 
limited by the voltage-withstand-strength of the dielectric (which impacts the distance 
between the plates). Capacitance can be increased by increasing the area of the plates, 
increasing the permittivity, or decreasing the distance between the plates. 
Ultracapacitors are available in a variety of sizes and configurations. They are 
designed to satisfy the most important requirements of power sources: To provide bursts 
of power in the seconds range over many hundreds of thousands of cycles. 
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The UCAP module studied in this paper is a product by ESMA Company [9]. The 
module number is 30EC402-220-42/21-0.009. The detail company specifications are 
shown in Table 1. It shows some typical data of normal UCAP.  
Compared with other energy storage device such as battery [10], [11], The UCAP 
has better discharge cycle life, efficiency, lifetime, response time, and easier 
maintenance.  
The charge or discharge curve can be used to test UCAP module profile values. 
Figure1 is a discharging curve for a given load resistance. Ch1 is voltage magnitude and 
Ch2 is current magnitude. The discharging curve shows that in the UCAP operating 




         




Table 1. 30EC402 U Capacitor Module datasheet 
Operating voltage window, V 45~12 
Maximum voltage, V 
(at this voltage for only a short period) 
48 
Minimum voltage, V 12 
Internal Ohmic resistance, 
25 ( 30 )o om C CΩ + −  
9 (12) 
Capacitance, F 330 
Energy stored within operating voltage 
window, kJ 
310 
Energy stored within 42-12 V voltage 
window, kJ 
270 
Maximum power, kW 56 
Leakage current at 42 V, mA 15 
Overall dimensions, mm (L*W*H) 530*180*262 
Weight, kg 40 
Operating temperature, oC  -50/+50 
Storage temperature, oC  -60/+70 





III. FREQUENCY ANALYSIS OF UCAP 
 
Frequency analysis is a method to measure the complex impedance of the UCAP 
module [12]. When the UCAP is being discharged, adding some AC components in the 
discharging current. The AC component is in certain frequency range. By testing the 
current and response AC voltage, we can get the UCAP’s frequency analysis plot. The 




Fig. 2 Hardware setup of the UCAP frequency analysis 
 
 
In the hardware setup, R1 and R2 can be adjusted to provide a desired current 
level. A signal generator (from NF 5060A) supplies the required drive signal to the IGBT 
through a standard gate drive circuit.  
The charging AC current and voltage are shown in Figure 3. Ch1 is voltage and 
Ch2 is current. We can see that with very big current variation the voltage variation is 
still very small. So only the signal generator power output is not big enough for so big 




Fig. 3 Testing current and voltage for the UCAP module 
 
 
The device using for test is NF 5060A Frequency Response Analyzer. It uses a 
frequency swept square wave to measure the gain and phase response with respect to 
frequency of the UCAP. The measurement frequency range is 0.001Hz to 10,000Hz. It 
consists of synthesized sweep oscillator which outputs the signal that drives the device 
under test and two input analysis channels which analyze the gain and phase response of 
the device under test with respect to the applied drive signal.  
The analyzing software is Venable software system. The Venable system with 
supported Frequency Response Analyzer is a combined frequency response modeling and 
measurement system. The hardware portion of Frequency Response Analyzer (NF 
5060A) makes measurements of gain, phase, and voltage versus frequency by coupling 
the analyzer to the UCAP. The software portion runs on any personal computer. Data can 
be saved or plotted in graphs. Graphs types supported are voltage vs. frequency (log-log), 
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gain and phase vs. frequency (semi-log), and reactance vs. frequency (log-log with lines 
for constant capacitance and inductance).  
Figure 4 is a bode plot generated in Venable. The frequency range is 0.001Hz – 
10,000Hz. The red one is for impedance and blue one is for phase. These frequency 
analysis data can also be used for UCAP equivalent circuit design. 
At very low frequency, the measurement time is very long and the measurement 
process is very easily disturbed, so at the point near 0.001Hz the curve is not very 
smooth.  




Fig. 4 Bode plot of UCAP module frequency analysis in Venable 
 
 
The magnitude is plotted as radius in dB outside of the unity gain circle, which is 
colored black, and linearly inside the unity gain circle. This type of display allows all the 




Fig. 5 Nyquist plot of UCAP module frequency analysis in Venable 
 
 
If the frequency analysis data is plotted in MATLAB, the bode plot is shown in 
Figure 6. The black one is for real part of resistance, the blue one is for image part of 
resistance. From the figure the resonant frequency of the UCAP module is around 10Hz.  
The standard Nyquist plot in MATLAB is shown in Figure 7. 
Figure 7 is the whole frequency range of Nyquist plot. Normally the UCAP is 
applied in the power electronic system which typical frequency range is 0.1Hz – 500Hz. 
So for the equivalent circuit fitting design we only need the normal frequency range 
(0.1Hz – 500Hz) of the Nyquist plot, shown inside the circle. The enlarged circle area is 
shown in Figure 8. Since the order of the original data is very small, the data set is 
multiply 106 for the plot. 
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Fig. 6 Bode plot of UCAP module frequency analysis in MATLAB 
 
 

































IV. UCAP EQUIVALENT CIRCUIT DESIGN 
 
A. Nonlinear Least Square Fitting Method 
In general a set of N measurements can be simulated with a function of the 
independent variable, and a set of adjustable parameters. The form of this function 
depends on the physical model used to explain the measurement set. As the data set will 
contain random and systematic errors, it can not be reproduced exactly by the simulation 
function. The best fit of this function is found through minimizing the sum of the 
weighted squares of the difference between the measured and the simulated data sets 
[13].  
The set of measured quantities can be denoted by the vector z which may include 
measurements of system states or quantities that are functions of system states: 
truez Ax=                                                                                                                        (4) 
Where x is the set of system states and A is usually not square. The error vector is 
the difference between the measured quantities z and the true quantities: 
truee z z z Ax= − = −                                                                                                   (5) 
Typically the minimum of the square of the error is desired to negate any effects 
of sign differences between the measured and true values. So a state estimator endeavors 








e e e z a x
= =
 
= ⋅ = − 
 




The squared error function can be denoted by U(x): 
( ) ( ) ( )T T
T T T T T T
U x e e z Ax z Ax
z z z Ax x A x x A Ax
= ⋅ = − −
= − − +
                                                                          (7) 
Note that the product Tz Ax  is a scalar and so it can be equivalently written as 
T Tx A z . Therefore the squared error function is given by: 
( ) 2T T T T TU x z z x A x x A Ax= − +                                                                             (8) 
The minimum of the squared error function can be found by an unconstrained 
optimization where the derivative of the function with respect to the states x is set to zero: 
( )
0 2 2T T
U x
A z A Ax
x
∂
= = − +
∂
                                                                                (9) 
Thus: T TA Ax A z=  
So if Tb A z=  and ˆ TA A A= , then Aˆx b=  
Which can be solved by LU factorization. This state vector x is the best estimate 
(in the squared error) to the system operating condition from which the measurements z 
were taken. The measurement error is given by: 
mease z Ax= −                                                                                                              (10) 
We will use MATLAB for the nonlinear least square fitting design, the function in 
MATLAB is “lsqnonlin”. 
 
B. Classical Equivalent Circuit Designs 
Because of its complex physical nature, the UCAP is best described by a 
distributed parameter system. The most common UCAP model is the classical equivalent 
circuit shown in Figure 9 [14]. It consists of a capacitance C, an equivalent series 
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resistance (ESR), and an equivalent parallel resistance (EPR). The ESR is a loss term that 
models internal heating in the capacitor and is therefore of most importance during 
charging and discharging. It will also reduce terminal voltage during discharge into a 
small load resistance due to the resistive divider effect. The EPR models the leakage 








C. Ladder Circuit Design 
The distributed nature of the UCAP can be modeled by the ladder circuit. The 
ladder circuits are formed by adding RC circuit branches to the classical equivalent 
circuit, as shown in Figure 10. The ladder circuit provides an excellent fit to the 
experiment data. So the ladder circuit model can physically mimic the distributed nature 
of the resistance and the charge stored in a porous electrode. With this equivalent model, 
the UCAP can be easily combined with various loads or models so that to find analytical 
or numerical solutions. A simplified 1st equivalent circuit of the EC indicates parameters 
of most engineering interest. 2nd, 3rd, 4th order circuit will be used for fitting design.  
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The data file generated from frequency analysis will be used for UCAP’s 




Fig. 10 Ladder circuit design of UCAP 
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V. RESULTS OF EQUIVALENT CIRCUIT DESIGN 
 
Based on the Classical Equivalent Circuit model and Ladder Circuit model 
discussed above, the Nonlinear Least Square Fitting method is applied for each model in 
MATLAB.  
Figure 11 is the classical equivalent circuit result after using Least Square Fitting 
Method. Data shown by ‘*’ is the original experiment data. We can see that the fitting 
result is poor. This means this low order equivalent circuit can not show the dynamic 
feature of the UCAP module. 
Figure 12 is the Ladder Circuit Model result after using the Least Square Fitting 
Method. 2nd, 3rd, 4th order circuits are shown respectively. Detail equivalent circuit 
parameters are also shown below with each residual norm. 
 
 





















Fig. 11 Classical Equivalent Circuit Model for the UCAP 
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Fig. 12 Ladder Circuit Model for UCAP 
 
 
From Table 2 we can find that with Ladder Circuit’s order increases, the residual 
norm of the Least Square Fitting method decreases. This means that higher order Ladder 
Circuit model can fit the transient behavior of the UCAP module much better. 
 
 
Table 2. Ladder Circuits parameters and their residual norm 
 





























2nd 0.1771 315.69 0.00035 255.88 0.00151     44.52 
3rd 0.1837 310.18 0.00027 172.44 0.00077 279.87 0.00088   29.06 




UCAP becomes an important device as energy storage system in the power 
electronic system. Usually the UCAP factory datasheet only contains parameters like 
capacity and series resistance with several constant-current discharge curves, where little 
or no transient response information included. Hardware experiments using frequency 
analysis is applied for the UCAP module, and UCAP transient behavior data were got 
from the test. Based on the test data, the different order levels equivalent Ladder Circuit 
models for the UCAP are built up using Least Square Fitting method. Results show that 
with higher order, the Ladder Circuit fitting method becomes more accurate. With this 
equivalent model, the UCAP can be easily combined with various application 
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The object of Unified Power Quality Conditioner (UPQC) is to compensate both 
source voltage sag and load current imperfections in power distribution system. This 
paper presents an analysis of the UPQC with Ultracapacitors (UCAP). With the UCAP 
based Energy Storage System, the UPQC has an optimized power flow between UPQC 
and system during the transit state, also the UPQC's serial and shunt part has an improved 
performance with UCAP. The UCAP character is experimentally analyzed and its 
equivalent circuit model is built. The impact of UCAP model on its control and 
simulation is analyzed. The UPQC compensation limit with selected UCAP size is also 
analyzed. From the results, UCAP based Energy Storage System can well fulfill the 
requirement of UPQC to provide high active power during transit time and improve the 
UPQC overall performance. 
Keywords  






The Unified Power Quality Conditioner (UPQC) is a distribution-level controller 
which is proposed to provide improved power quality in the presence of sensitive loads 
such as digital electronics, communication systems, and manufacturing processes [1]. 
UPQC is usually installed at the point of common coupling of industry loads. The UPQC 
consists of two voltage source inverters (VSI) connected back to back sharing a common 
DC-link. One inverter acts as a serial dynamic voltage regulator (DVR) whereas the other 
acts as a shunt active power filter (APF) [2] [3]. The purpose of the serial DVR is to 
insulate the load against any sags or swells from the source. The purpose of the shunt 
APF is to filter the harmonic content of the load to keep the source side current clean. 
Conventionally the DC-link voltage is maintained by the shunt APF exchanging active 
power with the system. Recently the Energy Storage System (ESS) such as 
Ultracapacitors is applied into the UPQC DC-link, which can provide high pulse power 
during transit states. The topology of UPQC with ESS is shown in Figure 1. 
Ultracapacitors (UCAP) are electrical energy storage devices which offer high 
power density and high cycling capability. It can be used as a rapid discharge energy 
storage for power applications. UCAP has been used extensively in pulsed power 
applications for high-energy physics and weapons applications. Ideal power system 
applications for UCAP are short duration storage applications such as power stabilization, 
power quality ride-through applications, and voltage flicker mitigation among other 
applications that require high power density and rapid recharge. The major difference 
between an UCAP compared to a conventional capacitor is that the liquid electrolyte 
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structure and porous electrodes give the UCAP a high effective area that minimizes the 
distance between the two plates. Additionally, UCAP has cells that can be connected in 
serial and parallel to obtain the desired voltage level and capacitance [4]. By utilizing a 
bidirectional DC/DC converter, the UCAP is an attractive solution for UPQC to provide 
large amounts of short term active power. The DC/DC converter topology with UCAP is 








Fig. 1 UPQC with DC/DC converter and UCAP  
 
 
The DC/DC converter can make the DC bus voltage independent on the voltage 
of the UCAP. As a result, the DC bus voltage can be controlled to be constant, and the 
UCAP can be efficiently used with a big voltage variation, around 100% to 50% of the 
voltage rating. The UCAP based DC/DC converter control scheme is divided into BUCK 
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and BOOST mode separately. When the UPQC is working in the transient state, the 
converter operates as a boost converter, which transfers the stored energy from UCAP to 
DC link and maintains a stable DC link voltage. In the steady state, the converter will 
take some time to work as a buck converter, which pulls the energy of DC link to 
recharge the UCAP. Normally at any instant only one IGBT of the converter works. In 
boost mode, S2 is working and S1 is off. In buck mode, S1 is working and S2 is off. To 
guarantee the power flowing smoothly both ways and to avoid instantaneous impact upon 
DC link capacitor and the two IGBTs, a state of idle mode is used to switch between buck 
and boost mode, which keeps both S1 and S2 off. 
With UCAP the UPQC has an optimized power flow between UPQC and system 
during the transit state, shown in Section II. Also the UPQC's DVR and APF part has an 
improved performance with UCAP, shown in Section III. Furthermore, the UCAP 
character is experimentally analyzed and its equivalent circuit model is built up in 
Section IV. The impact of UCAP model on its control and simulation is analyzed in 
Section V. From the analysis, UCAP based Energy Storage System can well fulfill the 
requirement of UPQC to provide high active power during transit time, and improve the 
UPQC overall performance. 
With UCAP the UPQC has an optimized power flow between UPQC and system 
during the transit state, shown in Section II. Also the UPQC's DVR and APF part has an 
improved performance with UCAP, shown in Section III. Furthermore, the UCAP 
character is experimentally analyzed and its equivalent circuit model is built up in 
Section IV. The impact of UCAP model on its control and simulation is analyzed in 
Section V. The UPQC compensation limit with the selected UCAP size is shown in 
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Section VI. From the analysis, UCAP based Energy Storage System can well fulfill the 
requirement of UPQC to provide high active power during transit time, and improve the 




Fig. 2 DC/DC converter with UCAP  
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II. OPTIMIZED UPQC POWER FLOW WITH UCAP 
 
The UPQC needs to inject active power into the system to maintain the load bus 
voltage level during voltage sag. Conventionally the active power exchange is realized by 
shunt APF to maintain the DC-link voltage. To show the advantage of the new UPQC 
topology with UCAP, Figures 3 - 5 make an analysis of UPQC power flow with and 








format, representing active 
power flow, voltage and fundamental frequency current in per unit value. The load side is 








profile. In each figure, the vectors are given at point A for 
source side, point B for the internal UPQC and point C for the load side. The vector at 
point D is for DVR output, and the vector at point E is for APF output. 
In the conventional UPQC without UCAP, if the source side voltage Vs drops to 
"x", the power flow is as Figure 3. If Vs drops to 0.5 p.u. (x=0.5), the current at DVR 








− . The current in the 




. This means the power flow in UPQC 
is dramatically increased during the source voltage sag. 
If the UPQC is equipped with UCAP, when Vs drops to "x", the power flow is as 
Figure 4. Since the current in APF has no fundamental frequency part, so APF has no 
active power flow shown as in dash line. If Vs drops to 0.5 p.u., the current at DVR 
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output is 1 p.u. and the fundamental frequency current at APF is zero. The current in the 
primary side of the serial transformer is 1 p.u.. The power flow is much smaller than the 





















































































































Fig. 4 UPQC power flow with UCAP during voltage compensation 
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In the UPQC with UCAP topology, during the UCAP recharging mode the power 
flow is as Figure 5. "y" is the charging current magnitude which can be chosen freely. If 
the charging current y is 0.1 p.u., the current at DVR output is only 1.1 p.u. and the 
current at APF output is 0.1 p.u.. The current in the primary side of the serial transformer 
is 1.1 p.u.. By choosing smaller charging current the active power flow can be very small 

























































Fig. 5 UPQC power flow with UCAP during recharging mode 
 
 
The simulation results also verify the optimized power flow. Figure 6 shows the 
power flow comparison without and with UCAP when Vs drops to 0.5 p.u.. The UPQC is 
applied to a 5MW load. During the fault without UCAP the power flow in UPQC is two 
times of the UPQC with UCAP. Figure 7 also shows the power flow during the UCAP 
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recharging mode. The UCAP is recharged from 1.45kV to 1.5KV from 0.4s to 0.7s. The 
result shows there is small power flow during the recharging mode. 
 
 




































Fig. 6 UPQC power flow simulation comparison without and with UCAP 
 
 



















Fig.7 UPQC recharging mode simulation with UCAP 
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Figures 3 - 7 show that with UCAP, lower active power and current flow through 
UPQC device during voltage sag. It means the switch devices such as IGBT in UPQC can 
choose smaller power rating, and the cost of UPQC is reduced. 
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III. UPQC PERFORMANCE IMPROVEMENT WITH UCAP 
 
Since the two UPQC inverters have significantly different objectives, UPQC control is 
accomplished by considering the serial DVR and shunt APF inverter control separately. 
The detail benefits of UCAP for UPQC are shown in these two parts. The UPQC 
simulation environment is built in EMTDC/PSCAD. 
 
A. UPQC DVR Part 
The UPQC DVR part is devoted to dynamic voltage regulation. It enables the 
voltage seen by the load to be unchanged during voltage excursions upstream. Two 
typical control schemes for the DVR are the in-phase and the phase-shift control 
methods.  
These two approaches are illustrated in Figure 8. To achieve the same magnitude 
output voltage LV , a voltage can be injected in-phase with the source voltage ( 1injV ) or at 
an angle shifted from the source voltage ( 2injV ). While the in-phase injected voltage 
magnitude is smaller than the phase-shift injected voltage, the required active power 
injection is greater. This is the primary difference between the two basic control 
approaches. In addition, the phase-shift compensation causes the load voltage phase angle 
to shift during compensation. Since sensitive loads such as induction motors and 
adjustable speed drives are very sensitive to deviations in phase angle shift, this 
introduces large transient currents into the stator circuit of the motor, which results in 
greater losses, temperature rise, and possibly damage to the IGBTs [5]. The dynamic 
response to a three-phase ground fault of the UPQC DVR part under both control 
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approaches is shown in Figures 9 and 10. In these figures, Is is the source current, Vs is 
the source voltage, Vinj is the DVR output voltage, Pinj is the DVR output active power, 
Vdc is the DC-link voltage. The fault lasts 0.1 seconds during which the system bus 
voltage sags to 0.5 p.u..  
With the in-phase control, the load voltage can not be fully compensated because 
there has no enough active power from DC-link. It drops significantly. The phase-shift 
control, while having better load voltage control, shows significant high-frequency 
transients in the load current and bigger injection voltage magnitude. The advantages and 
disadvantages of the two control methods are summarized in Table 1. 
From the comparison, the only disadvantage of the in-phase control method is the 
larger amount of injected active energy required. In the conventional UPQC topology 
APF is only able to compensate for a limited amount of active power [6], therefore 
another energy source needs to be added into UPQC DC-link as Energy Storage System 
(ESS). Integrating an UCAP through a bi-directional DC/DC converter is applied to 
fulfill the requirement. 
With the UCAP based ESS, the results of the in-phase compensation with the 
UCAP is shown in Figure 11. The in-phase control method overcomes the stated 
limitations since additional energy can be pulled from the UCAP during voltage sag. The 
high-frequency transients in the current and voltage magnitude have been eliminated. In 
addition, the magnitude of the injected voltage is decreased over the non-UCAP phase-
shift control method. In addition, the phase-shift compensation with the UCAP is shown 
in Figure 12. The results show that with enough energy storage system, if still using 
phase-shift method the UPQC can work normally but the shortcomings of phase-shift 
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method are also shown in the result, such as transient current. So the phase-shift method 













Fig. 8 UPQC DVR part control region 
 
 
With the UCAP based ESS, the results of the in-phase compensation with the 
UCAP is shown in Figure 11. The in-phase control method overcomes the stated 
limitations since additional energy can be pulled from the UCAP during voltage sag. The 
high-frequency transients in the current and voltage magnitude have been eliminated. In 
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addition, the magnitude of the injected voltage is decreased over the non-UCAP phase-
shift control method. In addition, the phase-shift compensation with the UCAP is shown 
in Figure 12. The results show that with enough energy storage system, if still using 
phase-shift method the UPQC can work normally but the shortcomings of phase-shift 
method are also shown in the result, such as transient current. So the phase-shift method 
is not necessary for UPQC with UCAP. 
 
 
Table 1.Comparison between in-phase and phase-shift control methods 
 In-phase Phase-shift 
Advantage Lower injected voltage Lower injected energy 




B. UPQC APF Part 
The shunt inverter in UPQC acts as an active power filter (APF) to mitigate the 
impact of the load harmonics on the power system. The source side current is 
significantly degraded by the impact of the harmonic currents on the load side. The APF 
injects a compensation current such that off-fundamental frequency harmonics are 
cancelled and the source current becomes a clean sinusoidal waveform. 
Figure 13 and 14 show a comparison of the source, load, and compensating 
current without and with a UCAP. Without a UPQC, the harmonic content of the load 
voltage is nearly 20%. The UPQC topology without a UCAP can provide improvement in 
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the source voltage and the total harmonic distortion drops to 6%, but there are still 
obvious non-sinusoidal components. With the UCAP, the source voltage is nearly 
sinusoidal and most harmonic content has been compensated. The total harmonic 
distortion is around 1%. This improvement comes from the ability of the DC/DC 
converter to maintain the DC-link voltage, thereby the APF part only needs to eliminate 
the harmonics without controlling the DC-link voltage. 
 
 











































































Fig. 10 UPQC DVR without UCAP and with phase-shift control 
 
 











































Fig. 11 UPQC DVR with UCAP and in-phase control 
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Fig. 13 UPQC APF harmonic elimination without UCAP 
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Fig. 14 UPQC APF harmonic elimination with UCAP 
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IV. THE ULTRACAPACITOR 
 
The UCAP is a relatively new device in the energy storage area which offers high 
power density and extremely high cycling capability [7]. Usually the UCAP manufacture 
data sheets only list major parameters such as capacitance and series resistance with 
several constant-current discharge curves [7]-[9], but include little or no transient 
response information. To optimize the UCAP performance with UPQC, detailed 
performance information is needed for the UCAP. 
Normally UCAP can be presented by various equivalent circuits based on 
physical phenomena [9]. The most common representation of an ultracapacitor is a single 
capacitance in series with a resistor as shown in Figure 15. Recent results however, 
indicate that a distributed or ''ladder'' circuit provides better indication of the transient 
behavior of the UCAP [4] [10] [11]. To derive the ladder circuit of the UCAP, frequency 
analysis is used to measure the complex impedance of the UCAP module. The testing 
hardware setup of the frequency analysis is shown in Figure 15. The resistors R1 and R2 
are adjusted to provide the desired current level through the UCAP (in our case R1=1Ω 
and R2=100Ω). A signal generator supplies the required driving signal to the IGBT 
through a standard gate drive circuit. By testing the current and voltage response of the 
UCAP over a wide range of frequencies, the magnitude and phase of UCAP impedance 
can be extracted. 
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Fig. 15 UCAP frequency analysis circuit 
 
 
The test current and resulting voltage at 60 Hz are shown in Figure 16. Note that 
even though the current variation is quite large, the UCAP voltage variation is still 
relatively small due to the large capacitance of the UCAP. The resulting UCAP Bode plot 
is shown in Figure 17. The frequency is varied from 0.001 Hz to 10,000 Hz. This figure 
shows that there are mainly three separated character bands for UCAP. The capacitance 
of the UCAP dominates in the low frequency band. The equivalent series resistance (ESR) 
of the UCAP dominates in the mid frequency band and the inductance begins to dominate 
in the high frequency. 
Based on the measured experiment data, an alternate frequency relationship can 
be obtained from the Nyquist plot which displays the real versus imaginary impedance 
components as a function of frequency. The Nyquist plot of the UCAP module in the 0.1 
Hz to 500 Hz range is shown in Figure 18. The frequency response of the UCAP ladder 
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(Where n is the number of RC sub-circuits in the ladder) can be used to determine 
the order and parameters of the ladder circuit by curve fitting. By using a nonlinear least-
squared-error minimization, the fitting curves shown in Figure 18 were obtained for first 
through fourth order ladder circuits. The first order circuit results in a poor fit. This 
implies that the traditional first order equivalent circuit model of a single resistance and 
capacitor may produce erroneous dynamic results over a wide range of frequencies. The 
results of the second through fourth order models provide a much better fit. The residual 
norms of the nonlinear curve fitting are given in Table 2. Since the residual norm does 
not change much between the third and fourth order models, the ladder circuit can be 
truncated with this number of sub-circuits.  
The UCAP is connected to UPQC with a DC/DC converter. For the best 
efficiency of DC/DC converter, UCAP voltage level is 1.5kV when the UPQC DC-link 
voltage is 4kV [13]. The UCAP module’s rating is 330F with 30V. Since the performance 
of a capacitor is an inherent property and it depends only on the construction materials 
and the cell design. Series or parallel connecting these capacitors does not change the 
resulting performance [14]. In the simulation 50 modules are parallel connected together 
and the UCAP module parameters multiply 50 times to get the demand level. After 


















Fig. 19 Fourth order model of UCAP 
 
 
Table 3. Ladder circuit residual norms 






V. IMPACT OF UCAP MODEL ON COTROL AND SIMULATION 
 
Different models of UCAP can lead to varying degrees of accuracy in simulation 
and control development. In this section, a brief comparison of the effects of the standard 
first-order and the fourth-order model of the UCAP on the UPQC performance is 
provided.  
 
A. Series Inductance 
Manufacturer data sheets typically only provide the ESR and the power frequency 
capacitance of the UCAP for the first-order model. However, the series inductance has a 
significant impact on the behavior of the UCAP during transients. The UCAP terminal 




 which makes it unsuitable for 
control signal input. To be used as a control signal input for the DC/DC converter, a low 
pass filter for UCAP terminal voltage measurement is required. Figure 20 shows the 
difference between a model with and without the series inductance and the terminal 
voltage after filtering. 
 
B. Equivalent Series Resistance 
The fourth order model yields a ladder circuit with different internal resistance 
compared to the traditional first-order model. This difference in resistances leads to a 
small, but significant difference in time constant response of the UCAP and power 
consumption. In the steady-state, the UCAP provides voltage support through the DC/DC 
converter to compensate the UPQC steady state losses and make the DC-link voltage 
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stable (as shown in Figure 10). This requires a continual small active power drain on the 
UCAP; therefore the UCAP is periodically recharged. The comparison of the first and 
fourth order boost-buck-boost mode operation is shown in Figure 21. When the UCAP 
voltage drops to 1.4 kV, the DC/DC converter switches to buck mode to bring the UCAP 
voltage back to the reference voltage of 1.5 kV. In the first order model, UCAP voltage 
drops from 1.5kV to 1.4kV and it takes 30s. In the fourth order model, UCAP voltage 
drops from 1.5kV to 1.4kV and it takes 31.4s. The fourth order model UCAP indicates 
that the cycle time between recharges is slightly longer than for the first order traditional 
model. For the same working voltage range, the fourth order model can support the 




Fig. 20 UCAP model voltage with and without series inductance 
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Fig. 21 Boost-buck-boost switching cycle 
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VI. UPQC COMPENSATION LIMIT WITH SELECTED UCAP 
 
The UPQC is a distribution-level power quality device. This section shows the 
UPQC has a compensation limit with the selected UCAP size. For a typical distribution 
power system, the bus voltage rating is 5kv and load rating is 5MW. The UPQC DC-link 
voltage level is selected as 4kV and the UCAP voltage level is 1.5kV. The system 
parameters are summarized in Table 3.  
 
 
Table 3. Test system parameters 
System bus voltage (Vs) 8.66 kV (L-L) 
DC-link voltage (Vdc) 4 kV 
DC-link capacitor (Cdc) 4 mF 
UCAP voltage (Vucap) 1.5 kV 
UCAP capacitor (Cucap) 6 F 
 
 
A. DVR Part Compensation Limit 
The DVR voltage output in PWM control scheme is: 
o dcV T ma V= ⋅ ⋅                                                                                                                   (2) 
ma is demand modulation signal, 0<ma<1. T is series transformer ratio, here is 
5:10. 
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If UPQC has an ideal DC energy storage, it has enough energy delivery during the 
fault time. DVR compensation limit is only depends on Vdc. If Vdc=4kV, DVR output 
Vo has enough compensation range for any sag for a 5kV bus voltage system. 
The boost converter connecting UPQC DC-link and UCAP has a voltage output 







                                                                                                               (3) 
Due to the effect of parasitic resistances in the boost converter, it has a maximum 
voltage and power output at certain duty ratio D [13]. In case of system fault, the 
equivalent load resistor is small and the boost converter has a limited voltage and power 
output. The simulations are performed under different voltage sag conditions. 
When Vs drops to 0.4 p.u., the simulation result is shown in Figure 22. The load 
voltage can be restored with UCAP support. When Vs drops to 0.3 p.u., The simulation 
result is shown in Figure 23. The load voltage can not be fully restored with UCAP 
support. In summary with selected UCAP size the DVR can compensate 60% voltage 
sag. The compensation limit comes from the maximum power output of boost converter. 
In the voltage swell condition, DVR injects voltage in reverse direction to 
eliminate the voltage swell. DVR absorbs energy from system and makes the DC-link 
voltage rise up. The DC voltage control scheme in APF is applied to maintain the DC-
link voltage level. In this condition DVR can compensate any voltage swells. Figure 24 
shows the simulation result when source voltage swells to 1.5 p.u..  
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Fig. 22 DVR compensation when Vs drops to 0.4 p.u. 
 
 






























Fig. 23 DVR compensation when Vs drops to 0.3 p.u. 
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Fig. 24 DVR compensation when Vs swells to 1.5 p.u. 
 
 
B. APF Part Compensation Result 
Since APF consumes very little active power, its compensation result only 
depends on DC-link voltage magnitude Vdc. The design principle of choosing a suitable 
Vdc for APF is based on the trade-off between an undistorted input current waveform and 
a minimum switching loss [15]. For better harmonic elimination result, Vdc should be set 
higher. However, the switching loss of the APF will increase at the same time, and higher 
Vdc makes higher cost of UCAP. The demanding Vdc level is calculated by: 
max( )dc s apfV T V L M≥ ⋅ + ⋅                                                                                                  (4) 
Vs is source voltage magnitude; Lapf is APF connecting inductor; Mmax is the 
maximum slope of current harmonics. T is the connecting transformer ratio.  
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Fig. 25 APF performance when Vdc is 2.5kV 
 
 



















































Fig. 26 APF performance when Vdc is 4kV 
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The simulations of APF performance with different DC-link voltage are shown in 
Figure 25 and Figure 26. When Vdc is 2.5kV source current THD is dropped to 3%. 
When Vdc is 4kV source current THD is dropped to 1%. Higher Dc-link voltage has 





This paper presents an analysis of the UPQC connected with UCAP through a 
DC/DC converter. In the new topology the optimal power flow is realized. The 
UPQC/UCAP is shown to offer improved performance over a normal UPQC without 
additional energy storage system. The UPQC/UCAP is better able to maintain the load 
voltage during transients; the total harmonic distortion is decreased. The impact of the 
different UCAP models on its performance is discussed in relation to the appropriate 
order of the ladder circuit. The traditional first order model given by the manufacturer is 
insufficient to adequately represent the possible behavior and losses of the UCAP during 
UPQC operation. Higher order UCAP model is more accurate for simulation and control 
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ABSTRACT 
Unified Power Quality Conditioner (UPQC) with Energy Storage System (ESS) is 
widely used in power distribution system. Conventionally the PI control method is 
applied in UPQC control scheme, including DVR and APF part. Recently the H∞ control 
method is widely applied in Power Quality area. This paper shows the two control 
schemes and their performance comparison under different load conditions. The 
simulation results show that the two methods have their own advantages and 
disadvantages. In the practical application the control method can be chosen by 
considering the different application area. 
Keywords 





With the increase of the complexion in the power distribution system, it is very 
possible that several kinds of power quality disturbances are happened in a power 
distribution system simultaneously. Loads such as diode converters produce large 
harmonics interferences. Voltage disturbance is also a big problem for sensitive 
consumers. In order to improve the reliability and efficiency of power distribution 
system, it is important to introduce UPQC (Unified Power Quality Conditioner) as a 
distribution-level controller for Custom Power Quality [1] [2] [3]. UPQC is mostly 
configured by using the two voltage source converters (VSC), which are connected to 
power grid in shunt and series. The two converters share with a common DC-link. 
Multiple power quality regulation functions are implemented in UPQC simultaneously 
with a high performance ratio. Figure 1 show a typical main circuit topological structure 
of UPQC, the inner part of imagined line is UPQC, which is composed by series unit and 
shunt unit as well as DC storage unit. The series unit has the functions of DVR (Dynamic 
Voltage Restorer), while the shunt unit has the functions of APF (Active Power Filter), 
and the energy storage unit such as super capacitor has the functions of ESS (Energy 
Storage System), which can provide very high power during transit states.  
Conventionally the PI control method is applied in UPQC control scheme, 
including DVR and APF part. Recently the H∞ control method is widely applied in 
Power Quality area [4]. This paper shows the control schemes of PI and H∞ method in 
UPQC, and their performance is compared under different conditions. In the practical 
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Fig. 1 Typical main circuit of UPQC with ESS 
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II. PI CONTROL METHOD FOR UPQC 
 
A. DVR Part Control 
The control of DVR is in a straight forward way. Three phase source voltages 
(Ua, Ub, Uc) at the UPQC input are feedbacked for fault detection [5]. With the Phase 
Locked Loop (PLL), a three-phase reference signal is generated for comparison. During 
voltage sag, this reference system is compared with source voltages in order to produce 
the control signals (Ua1, Ub1, Uc1). These control signals are adjusted in magnitude by 
the DC-link voltage and a scaling factor K. After adjustments the control signal passes 
through the modulator where the PWM signals are generated. These signals are 




Fig. 2 DVR PI control scheme 
 
 
B. APF Part Control 
In the conventional APF part control, the three-phase harmonic detection method 
is based on the instantaneous reactive power theory [6]. The three-phase signals are 
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transferred to two-phase signals in α  orthogonal coordinates, then to do the further 
calculation. A modified single-phase control scheme based on instantaneous reactive 
power theory is used here in UPQC and extended to the three phase topology [7].  
In single-phase circuit, a lagging current signal is constructed which is lagged to 
the practical current T/4 (T is the fundamental cycle), to directly form the supposed 
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In the above equations, sin( )wt  and cos( )wt  are standard sinusoidal signals 
synchronized through phase-lock loop. 
_
pi  and 
~
pi  represent dc and ac components of the 
active current respectively. 
_
qi  and 
~
qi  represent dc and ac components of the reactive 
current respectively. 
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The whole current minus fundamental component is the harmonic component of 
current. Figure 3 is the APF PI control scheme. 





















Fig. 3 Single phase APF PI control scheme 
 
 
In addition, the APF part can build up and regulate the dc capacitor voltage during 
the UCAP recharging mode. If the active filter outputs a fundamental voltage that is in 
phase with the fundamental leading current of the passive filter, the active power formed 
by the leading current and the fundamental voltage is supplied to the dc capacitor. 
Therefore in the dc voltage feedback loop fiα  is the electrical quantity to be controlled. 
From Figure 3, since the low-pass filter has response time, so the pi  will have 
some delay if the load fundamental frequency current is changed. This can affect the APF 
active power flow and DC-link voltage. It will be shown in the simulation results. 
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III. H∞ CONTROL METHOD FOR UPQC 
 
The H∞ optimal control system is to evaluate a regular real rational controller K, 
which is aimed to keep the closed-loop system internally stable and to minimize the track 
error [8]. Typical solving methods are Riccati and LMI. 
 
A. Standard H∞ Control Scheme 
Figure 4 is the H∞ standard control system. The control model G is combination 
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                                                                                                     (4) 
K is a controller to be designed; x is the state variable vector; w is the reference 
input set; u is control input set. z is the output of errors to be minimized; y is output of 




Fig. 4 Standard H∞ control scheme 
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The H∞ control method can be applied in UPQC’s DVR and APF part for power 
quality waveform tracking compensation. To actualize the control of power quality 
waveform, the state space expression of ideal model M and the mathematical model of 
the controlled object P should be established. 
The ideal model M in the system is an expected filter transfer function. 
Considering the factors of actual harmonic orders contained in the compensated load and 
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The mathematical model of the controlled object P is built up by the state 







                                                                                                                      (6) 
Having obtained M and P, according to Figure 4, the state space implementation 
of the general control model G for UPQC can be processed further. The H∞ optimal 
controller K(s) is realized by using the relative functions in MATLAB. 
 
B. DVR Part Control 
The DVR single-phase equivalent circuit is represented in Figure 5, which is 
serial connected with the distribution system. The mathematical model of the controlled 








Fig. 5 Equivalent circuit of UPQC DVR part 
 
 
The DVR equivalent circuit topology is mainly composed of the voltage inverter 
part and passive filter part. In Figure 5, DU  is the output voltage of the inverter, it is 
equivalent to an alternating controlled voltage source. DR is the equivalent resistance 
relating to the switch loss of the inverter and the active power loss of the passive filter 
part and serial transformer, DL  is the summation of the filtering inductance and 
transformer leakage inductance , DC  is the filter capacitance. 
The capacitance voltage DVRu  of the filtering segment is the compensation 
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In this way the controlled object P for DVR part is established. The ultimate 
output of DVR part is the controlled voltage source.  
 
C. APF Part Control 






Fig. 6 Equivalent circuit of UPQC APF part 
 
 
In Figure 6, CU  is the voltage of the capacitance C in the DC-link of APF. The 
inverter output voltage of APF part is pU , it is equivalent as an alternating controlled 
voltage source. The resistance pR  represents the switching loss of inverter and the active 
loss of the filter and shunt transformer. pL is the summation of the filtering inductance 
and transformer leakage inductance. The filtering inductance current is the compensating 
current APFI . In the state space expression of APF, the state variable [ ]APFx I= , the 
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control variable p su u u = −  , the output variable y is APFI . The parameters for APF state 
model are: 
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In this way the controlled object P for APF part is established. The ultimate 
output of APF part is a controlled current source.  
At first the H∞ optimization controller K1(s) of fundamental frequency 
component is calculated, so are the optimization controllers K3(s), K5(s), K7(s), which 
compensate 3rd, 5th, 7th harmonic, etc. Then the overall H∞ optimization controller K(s) 
of dynamic tracking waveform can be obtained by assembling these controller modules. 
Next with the actual UPQC parameters the optimal controller K is calculated by 
using the above H∞ method in MTLAB. The tracking simulation experiments for 3rd, 
5th, and 7th harmonic components will be performed to validate the correctness of this 
method. Then the controller K is applied in UPQC simulation environment, and a three-
phase rectifier load is applied at the load side for practical application. 
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IV. H∞ CONTROLLER REALIZATION IN MATLAB 
 
With the state space implementation, the H∞ optimization controller K can be 
achieved in MATLAB [9]. First the system state model is processed, which is partitioned 
to a TITO (two-input-two-output) system. Then an optimal H∞ controller for a 
partitioned system matrix is calculated. The DVR and APF state model can be built up in 




Fig. 7 DVR and APF state models in MATLAB 
 
 
For the DVR part, given the source side voltage 1st order magnitude is 2 p.u., 3rd, 
5th, 7th harmonic magnitude is 1 p.u.. In MATLAB simulink the DVR output that 
tracking the system voltage is as in Figure 8. The result shows that after about 2 power 
cycles, the DVR can track the system voltage quite well with very small error by using 
H∞ controller. 
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The MALAB simulink topology of APF is similar with DVR. With the APF state 
model its H∞ controller K can be calculated. The APF only need to track the harmonic 
components of load current. The result is shown in Figure 9. Like in the DVR case, the 
controller also need about 2 power cycles to tracking the harmonics. In the next section 
we will show that this will affect H∞ application. 
After getting the optimal controller K in MATLAB, it can be applied in UPQC 
simulation environment, and a three-phase rectifier load is applied at the load side for 
practical application.  
 
 















Fig. 8 DVR state model tracking result 
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Fig. 9 APF state model tracking result 
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V. UPQC SIMULATION RESULTS 
 
Based on the PI and H∞ method mentioned above, the UPQC simulation 
environment is built in EMTDC/PSCAD, as in Figure 10. The UPQC topology has the 
DC-link which is connected with an energy storage system based on UCAP. DVR and 
APF part share this same DC-link. The two control methods are applied to the UPQC 




Fig. 10 UPQC simulation topology in PSCAD 
 
 
A. DVR Part Result 
Since the DVR part is mainly focus on the fundamental frequency voltage, the 
H∞ method is used to track fundamental frequency voltage. When a fault happens, the 
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load voltage can be restored within 2 power cycles time. The simulation result is as 
Figure 11. This delay is not happened in the DVR PI control method. Therefore for better 
performance the UPQC always use PI method for its DVR part. 
 
 




































Fig. 11 DVR performance with H∞ method 
 
 
B. APF Part Results Comparison 
To test the APF control scheme, a current harmonic load combined by 3rd, 5th, 
7th order is shunt connected with a regular R-L load. By changing the regular and 
harmonic load rating, the PI and H∞ controller schemes’ performance is compared. In the 
simulation the bus voltage level is 5kv, DC-link voltage is 3.8kv, and each of the three 
harmonics magnitude is 0.08kA. Originally the load side current THD is 30%. 
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If regular load rating is changed from 15  to 30  then back to 15 , Figure 12 
is the simulation result with PI method. Since the response time of the low pass filter in 
the PI control scheme, the detection of the fundamental frequency current paI  is delayed, 
so is the control current Iα . This causes the surge of DC-link voltage dcV . It is also shown 
in the surge of the APF active power output apfP . 
If regular load rating is changed, the result is as Figure 13 with H∞ method. 
Changing regular load means only fundamental frequency current is changed. H∞ 
method only tracks the harmonics part so there has no active power exchange between 
UPQC and system. dcV  keeps stable and Source current THD sathdI  response is fast. 
 


































































Fig. 12 APF performance with PI method when regular load is changing 
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Fig. 13 APF performance with H∞ method when regular load is changing 
 
 
If the harmonic load rating is changed from 0.08kA to 0.15kA then to 0.08kA, the 
result is as Figure 14 with PI method. If only harmonic is changed, fundamental tracking 
is not affected, as in paI  and Iα . There has no active power exchange and dcV  has no 
surge. 
If the harmonic load rating is changed, the simulation result is as Figure 15 with 
H∞ method. The detecting of harmonic makes the controller has delay time, the reaction 
time is about 2 power cycles. It is shown in sathdI  curve. Since the harmonics doesn’t 
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affect the active power, there has no active power exchange and DC-link voltage dcV  
keeps stable. 
In summary, for the PI control method, since the response time of the low pass 
filter the fundamental frequency current tracking has delay when regular load is changed. 
This causes the active power exchange between UPQC and system, and the surge of DC-
link voltage dcV . But if only harmonics current is changed, PI method works fine. There 
has no power exchange and dcV  keeps stable. 
For the H∞ method, the detection of harmonic components has delay. When the 
harmonic load is changed, it takes about 2 power cycles to track the harmonics. This is 
shown in the sathdI  curve. But if only regular load is changed, the H∞ method works fine. 
There has no active power exchange and dcV  keeps stable. The advantages and 
disadvantages of the two control methods are summarized in Table 1. 
 
 
Table 1. Comparison between PI and H∞ method in APF 
 PI H∞ 
Change regular load Active power exchange; dcV  has surge. dcV  has no surge 
Change harmonic load Fast response for harmonic 
compensation 
Harmonic compensation has 
delay, shown in sathdI  
 
 
So in the practical application if the regular load is changed, H∞ method has 
better performance. If harmonic load is changed, PI method is better. 
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Fig. 14 APF performance with PI method when harmonic load is changing 
 
















































Fig. 15 APF performance with H∞ method when harmonic load is changing 
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C. H∞ Method With DC Voltage Control Function 
Like in the PI method, H∞ method in APF can also add DC-link voltage control 
into the control scheme to recharge the UCAP in the UPQC topology. 
The result of charging UCAP is shown in Figure 16. UCAP internal model 
voltage is charged from 1.2kv to 1.5kv, beginning from 0.3s. The charging current is 
limited for the active power flow limit in APF part. 
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D. Results Comparison With 3-phase Rectifier Load 
For practical application a 3-phase rectifier load is shunt connected with the 
regular load, shown in Figure 17. In the simulation the bus voltage level is 5kv, DC-link 
voltage is 3kv. The 3-phase rectifier load contains 30% THD with 6k +/-1 order 
harmonics. The 3-phase rectifier DC-link resister load is 50 . The regular load is 30 . 
The overall load current THD is about 14.9%. Since most of the harmonic are 5th, 7th, 





Fig. 17 3-phase rectifier load 
 
 
If the regular load rating is changed from 30  to 80 then to 30 , the result is 
as Figure 18 with PI method. Since the response time of the low pass filter in the PI 
control scheme, the detection of the fundamental frequency current paI  is delayed, so is 
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the control current Iα . This causes the surge of DC-link voltage dcV . It is also shown in the 
surge of the APF active power output apfP .  
If regular load rating is changed, the result is as Figure 19 with H∞ method. 
Changing regular load means only fundamental frequency current is changed. H∞ 
method only tracks the harmonics part so there has no active power exchange between 
UPQC and system. dcV  keeps stable and Source current THD sathdI  response is fast. The 
four harmonic compensation components drop sathdI to 2%. 
 
 
































































Fig. 18 APF performance with PI method when regular load is changing 
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Fig. 19 APF performance with H∞ method when regular load is changing 
 
 
If the rectifier DC load is changed from 50  to 100 then to 50 , the result is 
as Figure 20 with PI method. Since changing the rectifier DC load also affect the 
fundamental frequency current, the PI method still make the UPQC DC-link voltage dcV  
surge. The curve paI  and Iα  shoe the control current and apfP  show the active power 
flow. 
If the rectifier DC load is changed the result is as Figure 21 with H∞ method. 
Since harmonic rating is changed, so the H-infinity method has some delay, shown in 
sathdI  curve. But there has no active power exchange and the DC-link voltage dcV  keeps 
stable. 
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Fig. 20 APF performance with PI method when harmonic load is changing 
 
















































Fig. 21 APF performance with H∞ method when harmonic load is changing 
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VI. APPLICATION AREA OF PI AND H∞ METHOD 
 
The UPQC is a distribution–level power quality improvement device. Since PI 
method is easily make dcV surge, if the system voltage/power rating is relatively high, 
dcV surge will dramatically impact the UPQC performance, including switching losses, 
system components (IGBT, capacitor, inductor, transformer) rating, and system 
efficiency. H∞ method always keeps dcV stable. So in high voltage/power rating system, 
like a small residential area, office building, etc, H∞ method is better.  
In a relatively low voltage/power rating system, dcV surge caused by PI method is 
very limited and there has a low demand for system components rating. dcV surge is not a 
big problem. But generally this kind of system, like arc furnace, machine tool, etc, 
demands fast response of harmonic elimination, and the harmonic load is often changed 
from time to time. So PI method is better for its fast harmonic response in this kind of 










Table 2. Application area of PI and H∞ method 
 Application area 
PI method Low voltage/power rating system; 
Load harmonic condition changes frequently. 
Like arc furnace, machine tool, etc. 
H∞ method Higher voltage/power rating system; 
Load harmonic condition keeps stable. 




Conventionally the PI control method is applied in UPQC control scheme, 
including DVR and APF part. Recently the H∞ control method is applied in the Power 
Quality area. This paper shows the difference of the two control schemes, and 
performance is compared under different conditions. The simulation result shows that the 
two methods have their own advantages and disadvantages. If the regular load is changed 
frequently, H∞ method has better performance. If harmonic load is changed frequently, 
PI method is better. In the practical application the control method can be chosen by 
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